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1. When an entire building is comprised of a Group R, Division 1 high-rise 

occupancy and a Group A, Division 2.1 low-rise occupancy without separation, 
must the entire building meet the high-rise life safety provisions?  

 
Yes. Since no separations are provided, both areas would have to meet the high-
rise life safety provisions. 

 
 
2. Must the capacity of the secondary water source be based upon the sprinkler 

demand for only the Group R, Division 1 portion of the building, or for the most 
demanding hydraulic requirements of the entire building?    

 
The capacity calculations must be based on the most hydraulically demanding 
requirements of the entire building. 


